The aim of this study was to evaluate the efficiency of the combined septic tank and constructed wetland systems as series when they are easily operated in a small community such as training camp. Using the septic tank for sanitary wastewater treatment in a small community can be an effective preliminary process. The nitrate and phosphate concentrations could be effectively decreased in the effluent by using the constructed wetland. By using the series treatment process, the removal efficiencies of ammonia, nitrate, nitrite, and phosphate were reported to be 40.11%, 37.91%, 19.49%, and 39%, respectively. Also, the removal efficiencies of total coliform and fecal coliform were found 5 log and 4 log units, respectively. Using disinfection unit will be necessary before discharging of the total and fecal coliforms in the effluent to the environment. In this study, the quality of the treated wastewater was found to be according to the acceptable Iranian effluent standards for wastewater reuse in irrigation.
